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SYSTEM VENTILATION EFFICIENCY (Ev) 1.0 SYSTEM VENTILATION EFFICIENCY (Ev) 1.0 SYSTEM VENTILATION EFFICIENCY (Ev) 1.0
! SYSTEM OCCUPANT DIVERSITY (D) 1.0 SYSTEM OCCUPANT DIVERSITY (D) 1.0 E SYSTEM OCCUPANT DIVERSITY (D) 1.0
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FISH ‘ :NOTE' SYSTEM UNCORRECTED OUTSIDE AIR INTAKE (Vou) 219 SYSTEM UNCORRECTED OUTSIDE AIR INTAKE (Vou) 222 E SYSTEM UNCORRECTED OUTSIDE AIR INTAKE (Vou) 217
EQUIPMENT = EALL VOLUME m IREQUIRED MINIMUM SYSTEM OUTSIDE AIR INTAKE FLOW (Vot) 368 IREQUIRED MINIMUM SYSTEM OUTSIDE AIR INTAKE FLOW (Vot) 600 iIREQUIRED MINIMUM SYSTEM OUTSIDE AIR INTAKE FLOW (Vot) 460
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ON BOTTOM J- 'MUST HAVE (6 ) SYSTEM UNCORRECTED OUTSIDE AIR INTAKE (Vou) 204 SYSTEM UNCORRECTED OUTSIDE AIR INTAKE (Vou) 679 ' TOTAL EXHAUST (EF-1 THRU EF-4) 3975 CEM 1] AND OMISSIONS PRIOR TO COMMENCING WORK.
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T3 1225 | B FRONT B8 ) | PERSON) SQ.FT.) (CFM) (PER SQ.FT.) (CFM) (CFM) (CFM) MARK)
: 189 MONITORING el
ON BOTTOM mgsr:%g POS | |sensor - i Adoptions 130 2 Specialty Shops (Pet Shops - Animal Areas) 7.5 0.18 38.4 N/A 1.5 195.0 200 150 47 RTU-5 AND EF-3
OF DUCT DUCT UP TO 60" AFF MANAGER/ Adoptions Meet & Greet 78 1 Specialty Shops (Pet Shops - Animal Areas) 7.5 0.18 21.5 N/A 1.5 117.0 200 150 30 RTU-5 AND EF-3
T Q__;/,J RO%:F_?AB%':/E g ,,,,,,,,,,,,,,,,,,,,,, Associate Resources 265 5 Office Buildings -Breakrooms 5 0.12 58.6 N/A 0.25 66.3 150 600 89 RTU-5 AND EF-3
|| ~ _//—- Bathing 117 2 Animal Facilities -Animal Preparation Rooms 10 0.18 44.7 N/A 1.5 175.5 500 375 58 RTU-3 AND EF-2
rel Computer/Copy 118 1 Office Buildings -Breakrooms 5 0.12 19.2 N/A 0.25 29.5 350 200 30 RTU-1 AND EF-1
FISH % m o Drying 389 10 Animal Facilities -Animal Preparation Rooms 10 0.18 170.0 N/A 1.5 583.5 1125 1125 190 RTU-3 AND EF-2
PREP e e e Fish Equipment / Prep 372 10 Retail -Pet Shops (Animal Areas) 7.5 0.18 142.0 N/A 0.9 334.8 600 1250 206 RTU-5 AND EF-3
o Hall ‘A’ 98 N/A Public Spaces (Corridors) N/A N/A 0.0 N/A N/A 0.0 0 150 40 RTU-3 (PZTCJJE;:;;g% 0146 ;AZTE:m 2
\\\\ - Holding #1 90 2 Animal Facilities -Small Animal Cage Rm (Ventilated) 10 0.18 34.4 N/A 1.5 135.0 150 125 41 RTU-5 AND EF-3 p— SCALE_’ e
\. m Holding #2 92 2 Animal Facilities -Small Animal Cage Rm (Ventilated) 10 0.18 35.1 N/A 1.5 138.0 150 125 42 RTU-5 AND EF-3 AS NOTED ' IF THIS BAR IS NOT 1"
M BOPIS Closet 83 2 Office Buildings -Office Space 5 0.06 13.4 N/A N/A 0.0 0 300 30 RTU-1 — MPLOTING SCAE.
Universal Washroom 102 2 Toilets -Public N/A N/A 0.0 N/A 50 (Exh.)* 50.0 150 100 20 RTU-3 AND EF-4
i — o Manager / Vault 113 2 Office Buildings -Office Space 5 0.06 18.2 N/A N/A 0.0 0 200 29 RTU-1 DRAWN BY:
= = — P.0.S 200 5 Retail -Sales 7.5 0.12 61.7 N/A N/A 0.0 0 500 68 RTU-4
Receiving 1,384 5 Miscellaneous -Warehouse 10 0.06 129.0 N/A N/A 0.0 50 2000 190 RTU-8 CHECKED BY: —
Sales Area Front 3,118 78 Retail -Sales 7.5 0.12 961.3 N/A N/A 0.0 0 3300 1235 RTU-4 AND RTU-1
- Sales Area Rear 5,675 142 Retail -Sales 7.5 0.12 1749.7 N/A N/A 0.0 0 6000 2013 RTU-6 AND RTU-7 PAGE #: 37 OF: 53
= Salon 392 8 Retail -Pet Shops (Animal Areas) 7.5 0.18 129.9 N/A 0.9 352.8 200 1300 150 RTU-2 ——
Salon Check-in 289 6 Retail -Sales 7.5 0.12 78.5 N/A N/A 0.0 0 300 108 RTU-2 ' MECHANICAL
Vestibule 176 4 Retail -Sales 7.5 0.12 47.8 N/A N/A 0.0 0 900 103 RTU-1
Unisex Washroom 94 2 Toilets -Public N/A N/A 0.0 N/A 50 (Exh.)* 50.0 150 100 20 RTU-3 AND EF-4 TLE:
TOTALS 13,375 3753.2 2227.4 3975 19250 4738 E N LARG E D
* = Required Minimum Exhaust air is 50 CFM per code. 100 CFM Exhaust Air is Provided.
Q Q NOTE: CALCULATIONS OF THE REQUIRED EXHAUST AND VENITLATION AIR IS BASED ON THE LATEST EDITION OF ASHRAE 62.1
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